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Featured Application: This work will help designers to decide the best geometry and position
for the vent holes in galvanized tubular trusses. Galvanizing associations at a national and
international level will clearly benefit from the results derived from this research.
Abstract: A worldwide-accepted technique to protect steel lattice girders with welded hollow sections
against corrosion is the hot-dip galvanizing process. In this process, vent holes are required in braces
to fill the inner part protecting them from corrosion, to allow the immersion of the structure in the zinc
bath and to recover the excess fluid after the bath. The cross-section reduction due to the vent hole
could lead to a decrease in the effective brace resistance; this is not easily quantified, because there
are neither prescriptions nor recommendations in the design codes to assess this effect. Therefore,
the hollow structural sections could be underutilized due to doubts regarding the safety of this type
of joint. This research was conducted in order to categorize different geometries and positions of
vent holes in order to determine the best in terms of joint efficiency. A validated finite element model
considering welds on lattice girders joints was extended to take into account different vent hole
shapes. This research concludes that the presence of ventilation holes such as the ones considered in
this study does not significantly affect the joint resistance, and that all the analyzed hole shapes could
be proposed as a valid solution for machining vent holes. The conclusions drawn up from this work
could be useful for structural steel designers, providing them with valuable design recommendations.
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1. Introduction
There are several techniques for protecting steel structures against corrosion. However, when the
structure to be protected is a steel lattice girder in which the chords and braces are hollow sections,
the most cost-effective protection technique is probably the hot-dip galvanizing process. Although the
term ‘galvanizing’ has been widely used to describe the coating of steel with zinc, it is necessary to
clear up some misconceptions, as discussed in [1]. The process of hot-dip galvanizing (HDG) requires
the immersion of the structure, which has been cleaned previously, in a big kettle containing a bath
of molten zinc at a temperature of 450 ◦C [2]. The structure is introduced into the kettle at an angle,
which allows the air to move inside the hollow sections and to escape at the same time as the zinc
is flowing into those sections. A reaction between the iron in the steel and the zinc produces some
intermetallic layers, which create a barrier with the environment and cathodically protect the steel.
A coating is formed that provides protection for both the inside and outside of the pieces, not only
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for the flat surfaces, but also for the corners and edges of the tube, ensuring a long maintenance-free
service life that can be extended for 75 years in most environments [3]. As a result, the Life-Cycle Cost
(LCC) of these structures remains the same as its initial cost. This is an advantage of the HDG when
compared with other systems of protection when considering the Life-Cycle Cost.
In the case of a lattice girder, an alternative could be to separately galvanize the brace members
and to weld them onto the chords later. Nevertheless, the welding process for galvanized pieces
requires them first to be brushed in order to remove the coat, then to be welded, and finally to be
sprayed with a coat or a paint with a high zinc content. This results in a lower-quality coating when
compared with the results obtained by immersion of the whole structure in a kettle. Furthermore,
the increasing capabilities of galvanizing plants make the immersion of a full structure or a part thereof
the best options in the specific case of lattice girders.
Then, if a lattice girder with hollow chords and braces needs to be galvanized, their braces have to
have been machined previously in order to produce ventilation holes in the proximity of the welded
connection, or even interrupting the welds. Vent holes are required to fill the inner part of the brace
members to protect them from corrosion. They are also necessary to allow the immersion of the
structure in the zinc bath and to recover excess fluid after the bath so that it can be reused. In this
situation, the holes should be big enough to efficiently fulfil the requirements described, but it is
important to be aware of the potential reduction in joint strength in the case of excessive hole size.
There are no prescriptions or practical recommendations in the design codes [4–6], standards [7,8],
or design guides for hollow structural sections [9–12]. So inevitably, there are some doubts among
structural steel designers with respect to the effect of vent holes on joint resistance, and this lack of
knowledge may reduce the use of galvanized lattice girders, despite their high efficiency.
The range of applications for hollow steel sections (HSS) in general, and rectangular hollow
sections (RHS) more specifically, has increased noticeably in recent decades, and covers many types of
construction—particularly trusses—due to certain advantages [13], not only with respect to member
design, but also associated with joint design [14]. With regard to the selection of hot-finished or
cold-formed manufacturing methods for hollow sections, Puthli and Packer [15] concluded that as
long as the products are in accordance with European standards [7,8] and the design is carried out
sensibly, cold-formed products perform efficiently in all structural applications. More specifically, in
truss joint design, where the joint resistance typically governs the selection of hollow section members,
any superior compressive resistance achievable by hot-finished products is frequently not utilized.
Furthermore, protection against corrosion and welding around the corners of brace members when
they are welded to the chord of the lattice girder is easier to achieve in cold-formed sections due
to their smoother corner radius. In the same way, according to [16], the manufacturing method,
hot-finished or cold-formed, is not the fundamental factor dictating the properties of hollow sections.
Ritakallio [16] studied the suitability of cold-formed tubes for structural applications, and specifically
considered the suitability of these products to be hot-dip galvanized due to their potential risk of
corner cracking, which is sometimes associated with this protection process. The conclusion of this
publication was that properly made cold-formed hollow sections do not have a tendency to LME
(liquid metal embrittlement), and corner cracking and hot-dip galvanizing do not essentially alter the
strength or the ductility of the hollow sections. Therefore, welded structures made of cold-formed
hollow sections can be safely protected using the hot-dip galvanizing process.
According to the European General Galvanizers Association (EGGA) [17,18], the use of
galvanization in Europe is strong, and exhibited an increase of about 25% within a period of 15 years,
reaching a maximum of nearly 7.0 million tons in 2008. After that peak in production, and as a
consequence of the economic crisis in Europe, there was a reduction of around 7%, since when the
prospects in major European countries have not been so encouraging. Nevertheless, it is hoped that
further market penetration against painting of steel will continue.
Researchers studying the effect of hot-dip galvanizing on steel properties have concluded that the
effect of the process on the main mechanical properties, such as yield limit, is almost negligible [19].
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As a result, the standard specifications (ASTM A924 and EN10142) calculate the yield and tensile
strengths for hot-dip coated steel using the base steel thickness only [20]. Although pre-galvanizing
countermeasures should be considered to avoid cases of brittle cracking resulting from hot-dip
galvanizing on cold-formed tubes [21,22], when the process is carried out correctly, this embrittlement
effect has been found to be negligible, even in hot-dip galvanized welded joints submitted to fatigue
loads [23]. Together with all the previous statements, we can assume that the heat-affected zone (HAZ)
in structural steel, and particularly in HSS, does not affect the welded joint behavior [24].
According to the previous paragraphs, the main gap of knowledge with respect to hot-dip
galvanized trusses with hollow sections is the effect of the vent holes on the resistance of the welded
joints, since most of the other effects of the zinc bath are negligible when the process is performed
correctly. Some research has been carried out in the framework of two projects [25,26] funded by the
CIDECT (Comité International pour le Development et l’Etude de la Construction Tubulaire) and the
EGGA (European General Galvanizing Association). In [25], after a deep literature review, the authors
suggested the most appropriate sizes, shapes and positions of ventilation holes, although they did not
study joint resistance. In [26,27], a study based on an extensive experimental program and subsequent
finite element analysis studied whether or not the circular holes recommended in [25] produced a
reduction in the joint resistance of different configurations of typical welded truss joints involving
RHS with gaps between the braces. The main result suggested that the considered vent holes had a
very small effect on the joint strength. In that research, circular holes located away from the chord
face were considered. This type of vent hole does not decrease the perimeter welds of the braces,
which allows good structural response, but makes it impossible to recover any of the fluid zinc. With
the aim of improving this drawback and looking for the best shape of the holes, a new step forward
was carried out in [28]. However, considering the conclusions of the many pieces of research on
hollow sections that can be found in the bibliography, that initial model required further improvement
before being able to provide enough consistency in any conclusions that could have arisen from it.
The improvements that are proposed in the present new research work are as follows:
• The numerical model needed to be validated against experimental results. For this purpose,
the main source of experimental values for the development of design equations for welded joints
of RHS trusses (i.e., the Delft University test reports) was used. Six tests on K gap joints between
RHS were selected, because their observed failure was related to the so-called “brace failure” of K
welded joints between RHS, which involves both the effective width failure and the local buckling
failure on the brace elements. This is because they are clearly the failure modes that are expected
to be more influenced by the presence of holes in the brace.
• As is clearly stated in the bibliography, in most cases, weld geometry must be modeled in situations
where the gaps between the braces are important. However, this was not really modeled in the
previous work mentioned, which only considered an estimation of the thermal effects of the weld
process. This lack of geometrical weld modeling is solved in this new paper, and the thermal
effects mentioned were neglected, since neither the bibliography nor the previous work carried
out by the authors [24] showed any appreciable influence of this factor.
• The general design of the experiment presented in the previous work was not specifically focused
on failure modes that could be more greatly affected by the vent holes. Nevertheless, in the
present paper, a parametric study has been designed by selecting joints that, according to the
design equations, could represent “brace failure” or, in some cases, the “chord face failure”, which
is very close to a “brace failure”.
• The brace lengths in the models of the previous work led to brace buckling in some cases, but not
local buckling at the connection location. The brace lengths were reduced in the present work to
ensure that the results really showed joint failures.
• Elliptical holes were not considered in this work, because they are impractical.
• Finally, in this new paper, not only K-joints, but also N-joints were considered.
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Now, in this new paper, a detailed analysis has been carried out to categorize some different
geometries and to determine the best of them in terms of joint efficiency for the K- and N-welded
joints, which are present in Warren and Pratt trusses, respectively, which are the two most widely used
lattice girders. For this purpose, a finite element model was validated using the results of experimental
testing on welded joints between RHS, and then it was extended to take into account the proposed
vent hole geometries.
The K-joints and N-joints are considered under static loading only. Fatigue loads are not within
the scope of this paper. It is worth mentioning that, according to the design codes for trusses in many
building structures and some industrial applications, they may be designed considering just static
loading. These type of structures with galvanizing vent holes are the focus of this research and some
practical recommendations can be extracted from this work.
2. Finite Element Modeling
The general-purpose finite element software Ansys Workbench (Ansys Inc, Canonsburg,
Pennsylvania, PA, USA) was used to carry out a numerical analysis to determine the most efficient
geometry of vent holes with respect to both the joint resistance and the amount of molten zinc recovered.
The model complexity in cases of welded joints between RHS can vary, and ranges from shell elements at
the mid-surface of the faces without any element simulating the weld bead through to solid 3D elements
including the welds [29]. In the case of T and X joints, the simplest option (shell elements without
welds) has been demonstrated to be sufficiently accurate to obtain the static strength of joints [30].
However, the most common truss joints (K- and N-type) have two braces welded to a chord, and
the consideration of the actual gap between welds—not only between the chord faces—is essential to
evaluating their strength, especially when these gaps are appreciable. Multiple simplified shell models
were tested [29–34], and the best approximations without increasing complexity were those based on
the proposals made by Van der Vegte et al. [32] or by Lee and Wilmshurst [33]. The inclusion of the
welds in numerical models of steel tubular trusses is also important when considering cyclic loads, as it
is necessary in cases where there is some damage to the constitutive model of the welded joints [34].
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Figure 1. Weld geometry modeling with shell elements (A–B and C–D).
To obtain an accurate and efficient simulation, the effect of welds in reducing the gap, and thereby
stiffening the joint, was ultimately modeled in this research work by means of a ring of shell elements
around the braces based on the geometry proposed by the latter authors [33], as presented in Figure 1.
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The thickness adopted for the shell elements of the welds was equal to the chord thickness. In practical
terms, this is similar to the weld throat proposed by the CIDECT for joints between hollow sections [9].
K-joints and N-joints were considered in this work. For either of these, four different models,
selected depending on vent hole presence or geometry, were analyzed. All of the studied joints
included a parametrically variable gap that was dependent on the rest of the joint dimensions. The first
model did not include any vent holes and was used to validate the numerical model on the basis of
a comparison with test results. Once the initial model was validated, it was extended to consider
three different vent hole geometries and positions in order to determine the best proposal. Figure 2
shows these three configurations. Figure 2a shows a circular hole of diameter D, located 18 mm
away from the chord face, which was the same location considered in our previous work [26,27].
This configuration reduces the stress concentration around the hole and does not shorten the weld
length; on the other hand, some liquid is retained inside the brace. Figure 2b shows a semicircular hole
with a diameter of
√
2xD to maintain the same filling area as the previous circular one. Figure 2c shows
a V-notched vent hole that presents a lower cut-off of the weld when compared with the semicircular
hole, while maintaining the same filling area as the other two proposals. The two configurations shown
in Figure 2b,c allow the total recovery of liquid after the galvanization process, but they need to cut
off the weld between the braces and the chord. As stated previously, the three geometries maintain
the same filling area. This area always refers to the area of the circular hole, whereby the diameter
D was assumed to be 25% of the X-section diagonal of the corresponding brace, in accordance with
the recommendations in [25]. Therefore, in the case of a semicircular hole, the diameter is
√
2xD.
Nevertheless, for the V-notched configuration, some new design variables were taken into account
(Figure 2c). These are the dimensions 2B—that is, the maximum opening—and H, which is the height
of the notch. Both dimensions depend on the angle α, the radius R, and the diameter D to maintain the
filling area.
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Figure 2. Configuration of different vent holes.
Equations (1) and (2) allow the calculation of B and H. In the models for the numerical simulation,
a radius of 1 mm and an angle α of 10◦ were considered.



















To create the meshes of the models, 181 shell elements, with four nodes and six degrees of freedom
per node, were chosen. These shell elements have already proved their suitability in the simulation of
thin-walled hollow sections in [27] and [35–37]. In [38], the authors’ conclusions agreed with those of
many previous researchers [39], and concluded that shell elements provide satisfactory results for the
simulation of welds in RHS, and offer an important saving in computation time compared with solid
elements. It is important that the element size fits the requirements of the simulation, so a finer mesh
of 3 mm was taken in the proximity of the joint; more specifically, within a sphere with a diameter of
150 mm centered on the point of axis concurrence. Two additional refinements of the meshes were also
carried out for welds and around the hole borders. The detailed calibration carried out on models
involving RHS and fillet welds [38] supports the selection of this mesh size, making it possible to
develop models with fewer than 30,000 elements and nodes in all cases. Parametric models were
developed, enabling their adaptation to specific joints. Figure 3 shows the four meshed models with
the three-vent-hole configurations.
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Figure 4 shows the global boundary conditions adopted in the case of a symmetric K-joint.
A progressive load was applied directly on the brace member until the maximum load and subsequent
failure were reached. To simulate this, small steps of displacement were introduced on the end of the
brace under compression. A displacement was applied axially along the brace, while the other two
local axis displacements for this member were restrained. The end of the brace member under tension
and the end of the chord under compression (the right part of the chord in Figure 4) were pinned in the
center of their faces. The other end of the chord (the left part in Figure 4) was free in plane, while the
out-of-plane axis displacement was restrained. The boundary conditions adopted made it possible to
reproduce the test conditions, guaranteeing that only axial forces were transmitted to the members.
To save an appreciable amount of computation time, the joints were assumed to be symmetrical, and it
was therefore only necessary to model half.
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3. Validation of Finite Element Modeling
Experimental test results from a pair of CIDECT projects developed at the University of Delft [40,41]
were used to validate the model. These experiments included six tests carried out on RHS K-joint
configurations with brace angles of 45◦. The reports published force-indentation curves for one of the
selected tests (named as Test 1) [40], but they were not published for the other five [41]. The braces did
not include any holes for ventilation, and there was always a gap between the braces on the chord face.
The gap between the braces was designed to avoid joint eccentricity and the corresponding moment
caused by this. The only available data with respect to the weld throat of the specimens indicated
that it was equal to the brace thickness, which is in accordance with the previously mentioned rule for
modeling the welds. Figure 5 shows the joint configuration used in the tests with the global dimensions
of the connected members.
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In the numerical model, the actual stresses and strains (σact, εact) of the steel were taken, rather
than the engineering values (σeng, εeng) from the standard tests. The equations for transforming the












The nominal steel grade was S275, with hot-finished tubes for tests 1, 2, 5 and 6, but cold-formed
tubes for tests 3 and 4. To simulate the material behavior, isotropic bilinear hardening was assumed [42].
In the case of tests 3 and 4, a proportionality limit of 85% of the elastic limit was adopted, in accordance
with [43]. The material properties (fy and fu) of the cold-formed RHS were obtained in Delft from
stub column tests. Therefore, the average strain hardening, which primarily affects the corner area, is
already considered, and it is not necessary to use additional procedures such as those presented in [44].
Table 1 presents the dimensions of the joint members, the relative gap regarding the chord width (g/b0),
the yield limit fy and the ultimate strength fu, and the tangent modulus (the slope of the strengthening
stage) for the six tests. For weld modeling, the same material properties as those of the corresponding
welded brace member were adopted. Some previous research [24,38] carried out in similar situations
has confirmed that differences when the base material properties of the steel are also used to model the
welds are not noticeable. Although some gaps were smaller than those in EN-1993-1-8 [4], the tests
were carried out prior to the formulation of the code, and they were used in this research only for
validation of the numerical model.
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When validating the model, it is important to take into account the joint stiffness and not only the
joint resistance. Therefore, complete force-displacement curves were recorded from the simulation
of Test 1 and were compared with those available from the experiment [40]. Figures 6 and 7 plot
these curves, showing very good agreement in terms of initial stiffness and maximum load between
the test and the FE models. Both Figures 6 and 7 present the force applied on the compression brace
member vs. the displacement as an indentation measured at points 1 and 2 in accordance with Figure 5.
Figures 6 and 7 show the complete force-indentation curves obtained with the FE model (blue curves),
but the curves available from the report for the tests carried out in Delft (red curves) are only plotted
for indentations of between 8 and 10 mm. As the maximum load achieved during the tests is known
from the report, these values were also plotted as a horizontal line in order to compare them with the
maximum load predicted by the model, and a good agreement can be observed. Figures 6 and 7 also
show a good agreement between the model and the test for the initial joint stiffness (both curves match
very well in this zone). These figures present displacements at two points of the tested joint. No data
were available from the tests with respect to deformations at other points for the purpose of comparison
with those from the simulation. With respect to the failure mode, as mentioned above, the general
configuration of the joints and the combination of braces and chords for the parametric study were
selected to predominantly present “brace failure”. To faithfully reproduce the test, the model created
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for this joint did not include any holes. Figure 8 shows the Von Mises stresses for the simulated K-joint
when yielding was reached in some areas (on the left) and after large deformations (on the right).
It can be seen that yielding started in the brace under compression above the weld and later spread to
the chord.Appl. Sci. 2019, 9, x FOR PEER REVIEW 9 of 18 
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Figure 8. Von Mises stresses in the simulation of the K-joint.
A second validation to confirm the suitability of the numerical model was carried out by comparing
the maximum loads obtained by the model with the results obtained in the experiments for Tests 2
to 6 (Table 1). The model was adapted to the corresponding dimensions and material properties of
the specific joints. Table 2 presents the maximum loads obtained from the tests and simulations for
the purpose of comparison. The percentage of deviation, which had a mean value of 5.1%, is also
included in the table. Figure 9 shows the comparison of these results. The two lines above and below
the diagonal indicating complete concordance represent deviations of up to 10%. The small differences
registered confirm the validation of the model.
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Table 2. Maximum load from tests and simulation.
Joint 2 3 4 5 6
Test [kN] 102 215 172 198 193
Model [kN] 105.9 232.1 185.3 204.3 198.6
Deviation % 3.8 7.9 7.7 3.2 2.9
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The proposed numerical simulation did not include any initial cracks, and therefore, the occasional
tensile failure in the braces or welds cannot be precisely simulated in terms of whether there are any
defects or discontinuities that might lead to fracture. This limitation is typically assumed when these
types of joints are modeled [39]. However, the other failure mechanisms (yielding and local buckling
at the joint location), which can be grouped together under ’brace failures’ or ‘brace effective width
failures’, ere well reproduced.
4. Parametric Study of K- and N-joints Results and Discussion
After validation, the model was extended by means of a parametric study to take into account
other K-joints and some N-joint configurations. All the new joints, initially without the vent holes,
were combined with the three above described vent hole geometry. The complete program included
eight K-joints plus three N-joints involving different sizes of rectangular hollow sections as chord
members and square hollow sections as brace members. The K-joints were symmetrical, with brace
angles of 45◦, 55◦ and 60◦. The diagonal brace in the N-joints had an angle of 45◦. The purpose of this
was to be able to analyze the influence of several variables linked to the geometry on the joint strength,
together with the presence of the hole in the braces and its shape and position. Table 3 presents the
member dimensions, gap, angles and some other relative geometrical variables considered in the
extended models. The joint reference indicates the type and number of joints, along with the expected
failure mode, as described below. For every joint, a set of four options, including the three types of
vent hole as well as the same joint without any holes, were studied. That means that 44 joints were
analyzed. All these joints avoided eccentricities due to the coincidence of the chord and brace axes.
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KB1 60 × 80 × 5 30 × 3 0.5 6 37.6 0.62 45
KB2 60 × 80 × 5 40 × 3 0.66 6 23.4 0.39 45
KC3 60 × 80 × 4 40 × 3 0.66 7.5 23.4 0.39 45
KB4 60 × 80 × 5 30 × 3 0.5 6 19.4 0.32 55
KB5 80 × 100 × 5 40 × 3 0.5 8 43.4 0.54 45
KC6 80 × 100 × 5 40 × 4 0.5 8 43.4 0.54 45
KC7 80 × 100 × 5 40 × 5 0.5 8 43.4 0.54 45
KC8 60 × 110 × 5 30 × 3 0.5 6 28.8 0.48 60
NC9 60 × 110 × 4 30 × 3 0.5 7.5 18.8 0.31 45–90
NP10 60 × 110 × 5 30 × 3 0.5 6 18.8 0.31 45–90
NP11 60 × 110 × 6 30 × 3 0.5 5 18.8 0.31 45–90
Table 4 shows the main dimensions of the three vent holes considered in the extended model
according to Figure 2. In this part of the research, a nominal S275 was chosen, assuming bilinear
behavior of the steel with a tangent modulus (the slope of the hardening stage) of 1330 N/mm2.
Table 4. Vent hole dimensions in the extended model.
Joint Chord Braces Circular Semi-Circular V-Notch
(b0 × h0 × t0) (b1 × t1) D [mm] D [mm] B [mm] H [mm]
KB1 60 × 80 × 5 30 × 3 8.5 12.0 3.3 12.8
KB2 60 × 80 × 5 40 × 3 12.0 17.0 4.5 20.0
KC3 60 × 80 × 4 40 × 3 8.5 12.0 3.3 12.8
KB4 60 × 80 × 5 30 × 3 8.5 12.0 3.3 12.8
KB5 80 × 100 × 5 40 × 3 12.0 17.0 4.5 20.0
KC6 80 × 100 × 5 40 × 4 11.3 16.0 4.3 18.5
KC7 80 × 100 × 5 40 × 5 10.6 15.0 4.0 17.1
KC8 60 × 110 × 5 30 × 3 8.5 12.0 3.3 12.8
NC9 60 × 110 × 4 30 × 3 8.5 12.0 3.3 12.8
NP10 60 × 110 × 5 30 × 3 8.5 12.0 3.3 12.8
NP11 60 × 110 × 6 30 × 3 8.5 12.0 3.3 12.8
In these kinds of joints, it is common to establish as a limit the load at which the indentation in the
chord face reaches 3% of the chord width (b0) [45]. Therefore, both the maximum load supported by
the joint and the load corresponding to the indentation criterion of 3% were registered. These data
are presented in Table 5 for the 44 configurations corresponding to the combinations of the type of
joint and the shape of the vent hole. The criterion of 3% indentation always presented a lower result
than the maximum load in the joint. Table 5 also includes the predicted failure mode according to
formulation in EN-1993-1-8 [4]. These failure modes are: BF (brace failure), CF (chord plastification),
and PS (punching shear). However, this was not conclusive for joints 1 to 5, because the values for the
ultimate loads based on 3% indentation and those based on the maximum load supported by the joint
were very close to one another, with differences of less than 5%.
Table 6 presents the deviations of maximum loads achieved using both criteria when joints with
different vent holes are compared to joints without any holes. The results from Tables 5 and 6 indicate
that joint resistance hardly changes with different shapes or positions of the vent holes, or when
compared with the same joint without any holes. If the 3%b0 criterion is applied, deviations of mean
values for different geometries when compared with joints without vent holes are lower than 1% in the
case of circular holes, 2.2% for semi-circular holes, and only 3.4% when using V-notched holes.
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Table 5. Load for an indentation of 3%b0 and maximum load in the joints [kN].
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B1 85.6 8 .8 84.7 87.8 84.3 88.1 82.5 86.8 BF 
B2 125.  125.7 124.8 126.2 123.9 124.9 21.9 123.5 BF 
3 100.9 108.9 100.8 107.6 96.7 107.3 96.9 106.0 F 
Type of Failure
KB1 85.6 88.8 84.7 87.8 84.3 88.1 82.5 86.8 BF
KB2 125.1 125.7 124.8 126.2 123.9 124.9 121.9 123.5 BF
KC3 100.9 108.9 100.8 107.6 96.7 107.3 96.9 106.0 CF
KB4 75.5 90.6 75.3 89.8 74.4 89.5 72.8 88.7 BF
KB5 94.5 107.0 92.3 105.9 92.6 106.5 91.5 105.2 BF
KC6 105.2 142.0 103.4 141.7 102.5 140.6 101.3 138.6 CF
KC7 112.7 183.5 111.7 184.1 109.3 181.7 109.2 178.8 CF
KC8 74.1 95.5 74.4 94.4 72.6 94.4 71.5 93.8 CF
NC9 42.8 99.9 42.7 99.5 41.4 96.7 42.0 98.2 CF
NP10 67.0 99.8 65.7 100.1 64.2 98.0 64.1 98.8 PS
NP11 91.2 102.6 91.1 102.7 87.2 101.3 87.7 101.7 PS
[BF] Brace failure, [CF] Chord failure, [PS] Punching shear.
Table 6. Deviations of loads for different vent holes with respect to joints without holes.
Type of vent hole
Circular Semi-circular V-notched
3%b0 Max. load 3%b0 Max. load 3%b0 Max. load
Mean of
deviation [%] −0.78 −0.45 −2.25 −1.30 −3.43 −1.91
Maximum
deviation [%] −2.34 −1.2 −4.23 −3.23 −4.31 −2.69
In Eurocode 3 [4], there is an analytical formulation for calculating the joint resistance for joints
without any vent holes. If the results from Table 5 are compared with the code predictions, the following
facts become evident. For most of the joints, the results obtained using the code formulation exceed
those obtained by simulation with the 3%b0 criterion with a mean deviation of 8.8%, but are lower than
results obtained for the maximum load in the joint using the numerical model. When the predicted
failure mode in the code is brace failure, the results of maximum load criterion are closer to the
analytical formulation. In contrast, for the analyzed N-joints, when a different failure mode is predicted,
the 3%b0 criteria showed a better agreement with the equations.
Figure 10 shows in one graphic the three comparisons of maximum load in joints without any
holes vs. those joints with circular, semi-circular or V-notched vent holes. In the same way, Figure 11
plots in one graphic these three comparisons of loads achieved by the joints, but in consideration of the
3%b0 indentation criterion. For the sake of greater clarity, Figure 12 presents this last comparison of
loads in a bar diagram, allowing the identification of every joint considered in the study. From these
three last figures, it is possible to point out that neither the hole presence nor the shape and position of
the considered holes imply a significant strength reduction in the joints.
Appl. Sci. 2019, 9, 1553 13 of 18
Appl. Sci. 2019, 9, x FOR PEER REVIEW 12 of 18 
KB4 75.5 90.6 75.3 89.8 74.4 89.5 72.8 88.7 BF 
KB5 94.5 107.0 92.3 105.9 92.6 106.5 91.5 105.2 BF 
KC6 105.2 142.0 103.4 141.7 102.5 140.6 101.3 138.6 CF 
KC7 112.7 183.5 111.7 184.1 109.3 181.7 109.2 178.8 CF 
KC8 74.1 95.5 74.4 94.4 72.6 94.4 71.5 93.8 CF 
NC9 42.8 99.9 42.7 99.5 41.4 96.7 42.0 98.2 CF 
NP10 67.0 99.8 65.7 100.1 64.2 98.0 64.1 98.8 PS 
NP11 91.2 102.6 91.1 102.7 87.2 101.3 87.7 101.7 PS 
[BF] Brace failure, [CF] Chord failure, [PS] Punching shear. 
Table 6 presents the deviations of maximum loads achieved using both criteria when joints with 
different vent holes are compared to joints without any holes. The results from Tables 5 and 6 indicate 
that joint resistance hardly changes with different shapes or positions of the vent holes, or when 
compared with the same joint without any holes. If the 3%b0 criterion is applied, deviations of mean 
values for different geometries when compared with joints without vent holes are lower than 1% in 
the case of circular holes, 2.2% for semi-circular holes, and only 3.4% when using V-notched holes. 
Table 6. Deviations of loads for different vent holes with respect to joints without holes. 
  Type of vent hole  
 Circular Semi-circular V-notched 
 3%b0 Max. load 3%b0 Max. load 3%b0 Max. load 
Mean of 
deviation [%] 
−0.78 −0.45 −2.25 −1.30 −3.43 −1.91 
Maximum 
deviation [%] 
−2.34 −1.2 −4.23 −3.23 −4.31 −2.69 
 
In Eurocode 3 [4], there is an analytical formulation for calculating the joint resistance for joints 
without any vent holes. If the results from Table 5 are compared with the code predictions, the 
following facts become evident. For most of the joints, the results obtained using the code formulation 
exceed those obtained by simulation with the 3%b0 criterion with a mean deviation of 8.8%, but are 
lower than results obtained for the maximum load in the joint using the numerical model. When the 
predicted failure mode in the code is brace failure, the results of maximum load criterion are closer 
to the analytical formulation. In contrast, for the analyzed N-joints, when a different failure mode is 
predicted, the 3%b0 criteria showed a better agreement with the equations. 
 
Figure 10. Comparison of maximum load in the joints with and without vent holes. Figure 10. o parison of axi u load in the joints ith and ithout vent holes.Appl. Sci. 2019, 9, x FOR PEER REVIEW 13 of 18 
 
Figure 11. Comparison of load for a 3%b0 indentation in joints with and without vent holes. 
Figure 10 shows in one graphic the three comparisons of maximum load in joints without any 
holes vs. those joints with circular, semi-circular or V-notched vent holes. In the same way, Figure 11 
plots in one graphic these three comparisons of loads achieved by the joints, but in consideration of 
the 3%b0 indentation criterion. For the sake of greater clarity, Figure 12 presents this last comparison 
of loads in a bar diagram, allowing the identification of every joint considered in the study. From 
these three last figures, it is possible to point out that neither the hole presence nor the shape and 
position of the considered holes imply a significant strength reduction in the joints. 
 
Figure 12. Comparison of maximum load for a 3% b0 indentation. 
In addition to the presence, shape and position of the vent holes in the joint, some other variables 
were also analyzed to ascertain their effect on joint resistance. Therefore, it was observed that thicker 
brace thickness, t1, produced a predictable increase in the joint resistance, but also a different failure 
mode, changing from local buckling in the brace member to chord yielding. A bigger ratio between 
the widths of the brace and the chord—that is, the ratio—implied higher joint resistance, as 
proposed by the Eurocode formulation. With respect to the influence of brace angle, it was observed 
that joint resistance decreases when brace angle increases, confirming prior studies [46]. Also, the 
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In addition to the presence, shape and position of the vent holes in the joint, some other variables
were also analyzed to ascertain their effect on joint resistance. Therefore, it was observed that thicker
brace thickness, t1, produced a predictable increase in the joint resistance, but also a different failure
mode, changing from local buckling in the brace member to chord yielding. A bigger ratio between
the widths of the brace and the chord—that is, the β ratio—implied higher joint resistance, as proposed
by the Eurocode formulation. With respect to the influence of brace angle, it was observed that joint
resistance decreases when brace angle increases, confirming prior studies [46]. Also, the predicted
failure mode changed from brace failure to chord plastification in the case of brace angles of 60◦. In the
case of the N-joints, the main parameter considered apart from the vent hole shape was chord thickness.
The observed maximum loads achieved by the joints showed a clear increase with chord thickness.
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Figures 13–16 show some examples of failure modes for four different joint configurations,
combining type of joint, shape of vent hole, and brace angles. Some of the failure modes are easy to
identify, such as the chord failure shown in Figure 15, which fits well with the failure mode predicted
by the code formulation. For others, there was a kind of combined failure mode, which included
yielding and local buckling at the joint location and which may be grouped together under brace
effective width failure.
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compression brace) and chord plastification. The following con lusions may be drawn from this study:
- The developed FE simulation accurately reproduced the actual behavior of the analyzed joints,
showing good agreement with the experimental results when the welds were modeled. Therefore,
this model, based on shell elements, is adequate for simulating the RHS K- and N-joints in lattice
girders and for predicting the strength and stiffness when fracture in welds can be avoided.
- Ther is a reasonable agre ment with t ations, confirming that FEA is a useful
to l for obtaining appropriate results regarding joint behavior.
- In the numerical simulation, different co bi f il r es ere observed, but these w re
never dependent on the presence of a vent hole or on the shape of the vent hole.
- The local buckling present in a brace failure occurs away from the vent holes and the welds;
therefore, in these cases, the presence of holes has no influence on joint resistance.
- If the thickness ratio between the brace and the chord results in chord plastification, the effect of
the presence of a hole is also negligible with respect to joint resistance.
- The presence of a ventilation hole for the hot-dip galvanizing process such as those considered in
this study does not significantly affect the joint resistance.
- Based on the small differences observed for joint resistance, it is possible to affirm that it does
not matter what type of vent holes are used for the galvanization process. All the analyzed hole
shapes presented fair performance in terms of the mechanical strength of the joint. Although the
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shapes that cut the brace-chord weld exerted slightly more influence over the resistance than holes
at some distance, all of them could be proposed to be valid solutions for machining vent holes.
- Taking into account the above-mentioned conclusions, we can offer some recommendations for
engineers when designing galvanized lattice girders with RHS. They may choose any of the
considered vent hole configurations, observing only the suggested filling areas. Therefore, certain
preferences throughout the manufacturing process could be reasons for making a final decision.
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HSS hollow structural section
RHS rectangular hollow section
SHS square hollow section
b width of the hollow section
h depth of the hollow section
t thickness of the hollow section
g gap of the joint




D circular vent hole diameter
H height of V-notched vent hole
B half opening of V-notched vent hole
R radius of V-notched vent hole







i denoting the brace
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